




FIRUS Message file from FIRUS logs

 Sep 5. 2012

05.PC4-ODH TRBL Trouble IN-ALARM 9/5/2012 7:04 Proton Center Pit High

05.PC4-ODH TRBL Trouble NORMAL 9/5/2012 7:07 Proton Center Pit High

05.PC4-ODH Utility IN-ALARM 9/5/2012 7:11 Proton Center Pit High

05.PC4-ODH Utility NORMAL 9/5/2012 7:11 Proton Center Pit High

05.PC4-ODH Utility IN-ALARM 9/5/2012 7:13 Proton Center Pit High

05.PC4-ODH Utility NORMAL 9/5/2012 7:13 Proton Center Pit High

05.PC4-ODH TRBL Trouble IN-ALARM 9/5/2012 7:14 Proton Center Pit High

05.PC4-ODH TRBL Trouble NORMAL 9/5/2012 7:15 Proton Center Pit High


